KERALA WATER AUTHORITY
QUALITY CONTROL DISTRICT LAB,CHERUTHONY IDUKKI-685602 »
WATER TEST REPORT /7
Telephone No : 8547638131, e-mail: qcdlidk@yahoo.in o
Test Report No : KWA/QCDL/IDK/F/863/25
Report Issue Date : 19.06.2025

ULR NO: TC 118492500000 1806 F

Customer Name & Address Date of Receipt of Payment , 10.06.2025
. ‘Date of Sample Received 16.06.2025
; Saraswathy Vidya Peetham Sampling Given by Customer
‘; Vellayamkudy P O Sample Code , 1DK-863/06/2025
‘ Sample Name e " Drinking Water
! Sample Condition Good
! Source of Sample Bore Well
§ Sample Quantity 2Ltr
! Test perfoming dates From 16.06.2025 To 17.06.2025
{
‘ Acceptable
. - Limit as per |
iSi.No Characteri i T 0 " Result
| ‘ aracteristics Unit ‘ est Method 1S 10500-
: 2012
1 {Colour Hazen 1S 3025 {Part 4)-2021 5 { 5
2 | Odour i _ . |IS3025(Part 5)-2018 Agreeable | Agreeable
3 |Turbidi : {NTU} 1S 3025 (Part10)-2023 1.0 i 4.24
4 P _ IS 3025 (Part 11)-2022) i - | 65t085 | 6.984
§ |Total Alkalinity {mgflitre) 1S 3025 {Part 23)-2023 200 141.40
§ [Total Dissolved Solids (TDS} (mgfiitre) {15 3025 (Part 16)-2023 : 500 1 170.00
7 |Total Hardness {as CaC03) (mgflitre}  |IS 3025 (Part21)-2009(Reaffirmed 2023) 200 138.150
8 jCalcium (as Ca) {mgflitre) {1 3025 (Part 40)-1991(Reaffirmed 2024) 75 22.310
g iMagnesium (as Mg) (mgllitre}  |1S 3025 (Part 46)-2023 39 i 20.040
40  iChloride (as Cl} (mgllitrej  {1S 3025 (Part 32)-1988(Reaffirmed 2019) 250 12.620
11_|Electrical conductivity at 25- C | (micromhos/cmi {IS 3025 (Part 14)-2013(Reaffirmed 201) 79340
12 |Acidity {mgflitre]  {IS 3025 (Part 22):2024 ] 11.34
13 {Sulphate (as SO4) (mgllitre} (IS 3025 (Part 24/sec.1):2022) 200 i 7450
14 [Fluoride (as F} {maflitre) __{1S 3025 (Part 60/Sec 1):2023 1 [ 0115
15 iiron (as Fe} {mgllitre) 1S 3025 (Part 53)-2024 1 T 0.060
16 | Nitrate (as NO3} (maflitre] 115 3025 (part34/sect):2023 FE 0.60
17 |Residual Chioride (mgllitre) |18 3025(Part 26)2021 0.2 BOL
Remarks:- P
NB:-The result stated above related only to the sample(s) submitted for testing by the customer.The test certificate shail not ve ,réprccif:cqé" [
except in full without the written approval of the Laboratory. BDL - Below Detectable Limit. ADL- Above Detectable Limit ( }
‘ —17 o VE
Praveen Pappachan i >t 007
Authorized by & '
Name & Designation
KWAIQCDUIDKIFI05-2020 © issue: 1 Issue Date - 30.05 /7 /0 i
Rev. No: 12 Rev.Date : 10.02.2025 Page 107 . J

End of Report





{ "type": "Form", "isBackSide": false }

